Corrective measures for power supply at 66 KV Sub-station, W.T.C

K. Venkatachalam, K.S. Subramanyam, S. Varadachari, K.R. Venkatesh

ENGINEERING SERVICES

Project proposal

1. Sponsoring Agency(s)

2. Participating Agency(s)

H.T. Voltage regulation

This is a proposal for in-house corrective measures to be taken for improving the power supply condition at the W.T.C. Belur. Discusses various alternatives considered and final recommendations regarding the scheme that may be adopted is given.